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( FIRE_PROTECTION NOTE

FIRE PROTECTION CONTRACTOR SHALL
REMOVE EXISTING SPRINKLER PIPING
AND SPRINKLERS IN THIS AREA AS
REQUIRED FOR MODIFICATIONS TO
HVAC SYSTEMS AND INSTALL NEW

| SPRINKLERS AND PIPING AS REQUIRED. |
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ATTIC FLOOR PLAN - FIRE PROTECTION

SCALE: 1/8" = 1'=0"
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REROUTE EXISTING 4" FP

MAIN TO FACILIATE HVAC

DUCT INSTALLATION
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